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Dealing with the nonlinearities and uncertainties in Ventilation and Heating 
System are the main challenges in developing a reliable model for the system. In this 
project, artificial neural network (ANN) modeling technique was used as it has 
demonstrated the capability of handling certain uncertainties. The laboratory scale 
ventilation and heating system, VVS-400 equipped with RTD temperature sensor and 
orifice plate as flow sensor is chosen as the case study. The input-output data of the 
system was collected experimentally in building ANN model for the plant. Large 
portion of the pre-treated data were used to train the ANN model. The remaining 
portion were used to test the generalization capabilities of the realized ANN model. 
The prediction performances of the model were evaluated using root-mean square 
error (RMSE) and correlation coefficient (R). A neuro-fuzzy controller was designed 
to control the air temperature of the system. The simulation studies were achieved 





















Berhubung dengan sistem tidak linear di dalam Sistem Ventilasi dan 
Pemanasan adalah cabaran utama untuk menghasilkan model untuk sistem tersebut. 
Dalam projek ini, teknik modeling Rangkaian Neural Buatan (ANN) telah digunakan 
kerana ia telah mendemontrasi keupayaan untuk mengendalikan ketidaksamaan. 
Sistem Ventilasi dan Pemanasan, VVS-400 berskala makmal dilengkapi dengan 
sensor suhu rintangan pengesan thermometer (RTD) dan sensor aliran udara plat orifis 
telah dipilih menjadi kes pembelajaran. Data input-output sistem tersebut telah 
dikumpulkan secara eksperimen untuk membina ‘ANN’ model untuk sistem tersebut. 
Sebahagian besar daripada data yg telah diproses telah digunakan untuk melatih model 
‘ANN’. Baki sebahagian data telah digunakan untuk menguji kebolehan generalisasi 
‘ANN’ model tersebut. Ramalan prestasi model tersebut kemudian telah dianalisa 
menggunakan punca min kuasa dua (RMSE) dan pekali korelasi (R). Sistem kawalan 
‘Neuro-Fuzzy’ telah direka untuk mengawal suhu sistem tersebut. Simulasi telah 
dicapai dengan menggunakan perisian MATLAB/Simulink. 
